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WHERE RAFTOR PRQTECTIO
IS REQUIRED INSTALL EL-
EVATED PERCH - HUGHES
BROTHERS
SEE DWG. ST—G4010-10
FOR DIMENSIONING
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'--'\WHERE RAFTOR PROTECTION IS REQUIRED
INSTALL ELEVATED PERCH — HUGHES
BROTHERS #B25D2-Q3C — SEE DWG.
ST-G4010—1D FOR DIMENSIONING
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SECTION B-B

PRIMARY METERING DETAIL

SCALE: NONE
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SCHEMATIC DIAGRAM

DRAWING DEVELOPED FOR ML-3/ML—4
PRGJECTS. FOR M_-1/ML-2,
ADDIMIDNAL REQUIREMENTS AND QA
REVIEWS ARE REQUIRED. (REMQVE
THIS NOTE WHEN INSERTED INTO A
DRAWING PACKAGE).

GENERAL NOTES:

1.

8

FOR BILL OF MATERIALS, SEE DWG. ST—G4D1D-30, SHT. Z.

. WHERE WILDLIFE R PROTECTION IS REQUIRED, GROUNDING DOWN

CONDUCTOR SH BE INSULATED FROM OVERHEAD SHIELD WIRE TO
3’-0" BELOW LOWER CROSS ARM.

N al';QEERE WILDLIFE/RAPTOR PROTECTION IS REQUIRED USE 6DDV. INSULATED

WHERE WILDLIFE/RAPTQR PRJTECTION IS REQUIRED USE NGON—SHIELDED
19KV INSULATED CABLE FOR CONNECTKINS TO FUSE CQUTOUTS, SURGE
ARRESTORS, AND METERING TRANSFORMERS.

. WHERE WILDLUIFE R PROTECTICN IS REQUIRED FRCVIDE BUSHING

COVERS SIMILAR' TQ PREFORMED LINE PRODUCTS #WP—11S.

. WHERE WILDLUFE R PRATECTICN IS REQUIRED USE HUBBELL/CHK

BRASS #7325 MOUNTING BRACKET WITH PROTECTIVE <APS IN LIEU OF
#7224 MOUNTING BRACKET.

. STAPLES ON GROUN[J WIRE SHALL BE 2°-0" APART EXCEFT FOR A

DISTANCE OF 8'—0" ABOVE GROUND AND 8°-0" FROM TOP GF POLE
WHERE THEY SHALL BE &" APART,

EQUIFMENT ITEM NUMBERS (@) REFER TG EQUIPMENT NUMBERS IN
LANL SUPPORT SERVICES CONTRACTOR'S MASTER BILL OF MATERIALS.
QONLY THCSE NUMBERS USED ON THIS DRAWING ARE SHOWN.
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